
 
 
 
Building Controls Project 
Lucas County, Ohio 
Grant Agreement No. ARRA-EECBG-10-23 
 
Addendum No. 001 
August 9, 2011 
 
To All Bidders: 
This addendum supplements and amends the original drawings and specifications.  It 
shall be taken into account in preparing proposals and shall become a part of the Contract 
Documents.  THIS ADDENDUM MUST BE RECEIPTED FOR ON THE 
PROPOSAL FORM. 
 

I. General Revisions 
A. Submit all questions and request for information to Chad Goshe by email  

cgoshe@mdaengr.com. 

B. Contractor pre-bid sign in sheet is attached. 

II. Specification Revisions 
A. Scope of Work 

1. Under section 1.1 General Requirements add the following: A 
construction meeting shall be scheduled at the beginning of work in 
each building. Additional meetings are to be scheduled on an as 
needed basis to address issues in the field. 

B. Summary of Work – Attachment A 

1. Under procurement list; Chiller Services & Miscellaneous Parts 

Change Contemporary Controls #EIAB5-100T/R 5-port 10/100 
unmanaged switches to “#EISK8-100T 8 port 10/100 unmanaged 
switches”. Quantities stay 6. 

III. Drawing Revisions 
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A. ADAM701-004 – Boilers (drawing not reissued) 

1. Add item 8 to Bill of Materials. Quantity 1, Description Niagara 
Tridium Ax BACnet IP driver, MFG. Tridium, Cat.# DR-BACNET-
AX.  

B. ADAM701-005 – Basement Floor Plan (drawing not reissued) 

1. New CAT 6 network cable connecting 701 Adams and 711 Adams 
buildings shall be routed from server room through power closets 
(east of elevators and stairwell) to the fourth floor of 701 Adams. 
Cable to be routed across building connector to 711 Adams and 
down the stairwell to the first floor Elec. Room.  

C. ADM711-006 – First Floor Plan (drawing not reissued) 

1. New CAT 6 network cable connecting 701 Adams and 711 Adams 
buildings shall be routed from server room through power closets 
(east of elevators and stairwell) to the fourth floor of 701 Adams. 
Cable to be routed across building connector to 711 Adams and 
down the stairwell to the first floor Elec. Room. 

D. CTF-007 – Second Floor Plan (drawing not reissued) 

1. Chiller disconnects are located along the east wall of the mechanical 
room near existing boiler, chiller, and air handler control panels. 

E. CC-001 – Jail AHU1 Replacement (drawing not reissued) 

1. Delete – Items 17 & 18 from Material List. 

F. CC-002 – Jail AHU2 Replacement (drawing not reissued) 

1. Delete – Items 17 & 18 from Material List. 

G. CC-003 – Jail CWS Replacement (drawing not reissued) 

1. Add item 3 to Bill of Materials. Quantity 1, Description Niagara 
Tridium Ax BACnet IP driver, MFG. Tridium, Cat.# DR-BACNET-
AX.  

2. Delete – Items 17 & 18 from Material List. 

H. CC-005 – Jail Booking Replacement (drawing not reissued) 

1. Delete – Items 19 & 20 from Material List. 

I. CC-006 – Jail MAU Replacement (drawing not reissued) 

1. Add item 3 to Bill of Materials. Quantity 1, Description Niagara 
Tridium Ax BACnet IP driver, MFG. Tridium, Cat.# DR-BACNET-
AX. 
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J. CC-007 – Basement Floor Plan (drawing not reissued) 

1. New CAT 6 network cable connecting basement data rack and 
penthouse control panels shall be routed through Electrical rooms 
(northeast of elevator) to the penthouse. 

K. CC-009 – Penthouse Floor Plan (drawing not reissued) 

1. Chiller disconnects are located along the wall near the elevator 
doors (northwest of existing boilers). Install new power meter near 
disconnects. 

L. CH-001 – Court House – AHU1 NE Replacement (drawing not reissued) 

1. Add item 8 to Bill of Materials. Quantity 1, Description Niagara 
Tridium Ax BACnet IP driver, MFG. Tridium, Cat.# DR-BACNET-
AX. 

M. CH-013 – Basement Floor Plan (drawing not reissued) 

1. Chiller disconnects are located in the boiler room along the wall 
north of the existing boilers. Provide an additional power meter for 
monitoring chiller power consumption near disconnects. Power 
meter located in electrical room to monitor building power only. 

N. CTF-004 – CTF (XL2) AHU 2/3 Replacement (drawing not reissued) 

1. Add item 3 to Bill of Materials. Quantity 1, Description Niagara 
Tridium Ax BACnet IP driver, MFG. Tridium, Cat.# DR-BACNET-
AX. 

O. CTF-005 CTF (XL5) AHU 7 Replacement (drawing not reissued) 

1. Picture title – change (XL#1) to XL5. 

P. DW-001 – Dog Warden – Basement (XL4) Replacement (drawing not 
reissued) 

1. Add item 8 to Bill of Materials. Quantity 1, Description Niagara 
Tridium Ax BACnet IP driver, MFG. Tridium, Cat.# DR-BACNET-
AX. 

Q. FC-003 – Family Courts – Boilers, Pumps & Meters (XL4) Replacement 
(drawing not reissued) 

1. Add item 18 to Bill of Materials. Quantity 1, Description Niagara 
Tridium Ax BACnet IP driver, MFG. Tridium, Cat.# DR-BACNET-
AX. 

R. FC-004 – Family Court – Law Library Box Controller (drawing not 
reissued) 
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1. In notes, center of page, after MSTP network. Insert “Reconnect 
existing 24vac from existing Honeywell controllers to new KMC 
BAC7051 units (total 32 times). 

2. Add item 8 to Bill of Materials. Quantity 1, Description Niagara 
Tridium Ax BACnet MSTP driver, MFG. Tridium, Cat.# DR-
MSTP-AX. 

S. FC-005 – Lower Law Library Floor Plan (drawing not reissued) 

1. New Jace controller serving the existing dual duct terminals is to be 
located on the lower level of the Law Library along the south wall 
(in existing control panel). 

T. FC-006 – Ground Floor Plan (drawing not reissued) 

1. New Jace controller serving the existing dual duct terminals is to be 
located on the lower level of the Law Library along the south wall 
(in existing control panel). 

U. TS-001 – The Source – Electrical Room 1 & 2 Jaces (drawing not 
reissued) 

1. Add item 8 to Bill of Materials. Quantity 1, Description Niagara 
Tridium Ax BACnet IP driver, MFG. Tridium, Cat.# DR-BACNET-
AX. 

V. WR-001 – Work Release – Networked T-stat (drawing not reissued) 

1. Add item 9 to Bill of Materials. Quantity 1, Description Niagara 
Tridium Ax BACnet MSTP driver, MFG. Tridium, Cat.# DR-
MSTP-AX. 

W. YTC-001 YTC – AHU1 & 2 (Honeywell XL3) Replacement (drawing not 
reissued) 

1. Add item 8 to Bill of Materials. Quantity 1, Description Niagara 
Tridium Ax BACnet MSTP driver, MFG. Tridium, Cat.# DR-
MSTP-AX. 

X. Network Arch (drawing not reissued) 

1. Multimode patch cables run from CTF to YTC and WR are to be run 
by the Contractor.  

Y. E-001 – Electrical Meter Installation (drawing not reissued) 

1. Revise the power metering schedule as follows: 

a) Courthouse - Main Service Panel Overcurrent Protection 
Device Size and CT Size shall be changed to 3000A.  Chillers 
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#2 & #3 Overcurrent Protection Device Size and CT Size shall 
be changed to 600A. 

b) Family Court Center – Main Service Panel Overcurrent 
Protection Device Size and CT Size shall be changed to 
5000A. 

c) Correctional Treatment Facility - Main Service Panel 
Overcurrent Protection Device Size and CT Size shall be 
changed to 2000A.  Chillers #1 & #2 Overcurrent Protection 
Device Size and CT Size shall be changed to 200A, with 
FLA’s of 276A. 

d) 1301 Monroe Street - Main Service Panel Overcurrent 
Protection Device Size and CT Size shall be changed to 
2000A. 

e) Juvenile Justice Center - Main Service Panel Overcurrent 
Protection Device Size and CT Size shall be changed to 
4000A. 

IV. Clarifications 

The following questions/RFI’s have been received. The responses in italics follow 
the original question/RFI. 

1. Contractor Question; Regarding the 6 Vostro 460 Mini Towers do 
they want 6 total printers? One for each computer system? 

Response; Yes 

2. Contractor question; Length of fiber patch cords? 

Response; three meter cords  

3. Contractor question; The PowerEdge T710, I want to make sure that 
the hard drives are correct and that RAID is not desired for 
redundancy to help prevent a server crash. 

Response; There needs to be two 250GB Serial SATA Hard 
Drives and two 1TB SATA Hard Drives. One of the 250GB 
HD will be used for the operating system; the other 250GB 
HD will be a mirror of the first one. The first 1TB HD will be 
used for storing any histories/other files. The second 1TB 
HD will be a mirror of the first. The 'Internal Controller, 
SAS 6/iR integrated' is the RAID controller. 

 

4. Contractor question; The backup chosen will only backup 320GB 
compressed and a 1TB drive was chosen for the server. I want to 
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make sure that is okay and that the backup tape size will not hold the 
entire 1TB of data if that amount of data will be stored on the server. 
I know there is 3 tapes listed equaling 960GB if they use all 3 of 
them to create one backup. 

Response; The 320GB is used to backup the operating system 
only. They come in packs of three, but the intent is to make 
sure there is a back up of the operating system and to have a 
mirror of the data hard drive. 

5. Contractor question; What type of SmartNet on the Cisco 
equipment? 8x5xNext Business Day, 8x5x4 or 24x7x4? 

Response;8x5x4 for the Cisco 3750G-12s that will be located 
in the 1301 Monroe data center. All other Cisco equipment to 
be 8x5xNBD. 

6. Contractor question; I need to know what image they want loaded 
on the Cisco equipment. IP Services or IP Base? 

Response; IPBase image. 

 
 
 
 
Submitted by: Chad Goshe 
File Name: 11023 ADD 001 
Job Number: 11023 

 






	LCBC ADD 001.pdf
	Pre-Bid Sign-In

