
 

ADDENDUM #1 

Client: Lucas County Commissioners  Project: 2014 Roof Replacement 

Facility: County Courthouse Project No.: T14084.RFG4 

Address: 700 Adams St. Date: 7-2-14 

 Toledo, OH 43604   
 
This Addendum forms a part of the Contract Documents and modifies the original Bidding Documents, dated June 2014.  
Acknowledge receipt of this addendum in the space provided on the Bid Form.  Failure to do so may subject bidder to 
disqualification. 
 
This addendum consists of            2            page(s). 

Item #1: For Reference:  Attached is the Pre-Bid Sign-In Sheet with contact information from all contractors 
that attended the pre-bid meeting.  
 

Item #2: For Clarification:  Coordinate any return visits, for field verifications, etc. through Tom Dodds; 419-
779-6647, tdodds@co.lucas.oh.us. 
 

Item #3: For Clarification:  The scope of work for the drains verbally described during the pre-bid meeting 
was incorrect.  Reference the Project Manual, Section 15160 – Roof Drains; Part I; Paragraph A 
for the correct scope.  It is reprinted here for reference:  

 
“Section Includes: 
1. The installation of one (1) new roof drain, associated piping and downspout nozzle, at the 

northwest corner of Roof Area E. 
2. The installation of three (3) new drain bowls tied into existing plumbing for the remainder of 

drains at Roof Area E. 
3. The installation of four (4) drain inserts to existing piping as specified.” 

Item #4: For Clarification:  All screen wall columns shall be field wrapped as shown on D-14.  Reference 
Project Manual, Detail D-14 Field Fabricated Single-Ply Penetration Flashing. 

 

          
StructureTec Representative     StructureTec Representative 
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